
1. OVERHEAD COILING DOOR, PROVIDE PADLOCK
WITH KEY

2. EXIT HARDWARE
3. CARD READER (READER IS PART OF SEPARATE

CONTRACT & PROVIDED BY VAPHS)
4. AUTOMATIC DOOR OPERATOR
5. IF ALTERNATE #2 (DEMOUNTABLE PARTITIONS)

IS ACCEPTED, DOORS, FRAMES, GLAZING AND
HARDWARE SHALL BE PART OF THE DEMOUNTABLE
PARTITION CONTRACT.

6. SEE DETAILS E, F, G, H AND I ON DRAWING AS8-102.
USE MANUFACTURER'S RECOMMENED DETAILS.

7. CARD READER ON BOTH SIDES OF DOOR.
8. SEE DETAIL 4/AS8-201 AND 5/AS8-201 FOR HEAD AND

JAMB DETAILS.

Door Schedule Notes

CR CARD READER
RTE REQUEST TO EXIT
HM HOLLOW METAL
ALUM ALUMINUM
TRANS TRANSPARENT FINISH
AL/GL ALUMINUM AND GLAZING
PTD PAINT

Door Schedule Abbreviations

FOR CONSTRUCTION

u

1101 King Street | Suite 400 | Alexandria, Virginia  22314−2944 | 703.518.8500

HD tcethcr iR A ., Inre c

FULLY SPRINKLERED
Drawing Title

Approved: Project Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         ofRevisions: Date

CONSULTANTS: ARCHITECT/ENGINEERS:
Office of

Facilities

Management

o
n
e
 e
ig
h
th
 i
n
c
h
 =
 o
n
e
 f
o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re
e
 i
n
c
h
e
s
 =
 o
n
e
 f
o
o
t

6
"

1
0

6
"

o
n
e
 a
n
d
 o
n
e
 h
a
lf
 i
n
c
h
e
s
 =
 o
n
e
 f
o
o
t

o
n
e
 i
n
c
h
 =
 o
n
e
 f
o
o
t

2
0

6
"

6
"

0
2

th
re
e
 q
u
a
rt
e
rs
 i
n
c
h
 =
 o
n
e
 f
o
o
t

o
n
e
 h
a
lf
 i
n
c
h
 =
 o
n
e
 f
o
o
t

4
0

th
re
e
 e
ig
h
th
s
 i
n
c
h
 =
 o
n
e
 f
o
o
t 4

0
0

4
8

o
n
e
 q
u
a
rt
e
r 
in
c
h
 =
 o
n
e
 f
o
o
t

VA FORM 08-6231, OCT 1978

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

Department of
Veterans Affairs

VA CARES CONSOLIDATION

VAMC, PITTSBURGH, PA

RESEARCH OFFICE BLDG.

08-18-2010

AS8-101

646CA2500R

AuthorChecker

DOOR SCHEDULES

VAPHS UNIVERSITY DRIVE

30

Door Schedule

Mark Label
Door Hardware

Security
Frame

CommentsType Width Height Thickness Material Finish Set No. Electrical Type Material Finish Jamb Head

2A120 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A123 -- C 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT
2A124 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A125 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A126 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A127 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A128 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A129 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A130 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A131 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A132 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A133 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A134 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 185 CR/RTE 1 HM PAINT A B 3
2A135 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A136 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A137 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A138 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A139 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A140 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A141 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A142 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 196 5 ALUM CLEAR 5, 6
2A143 45 min BB 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 206 2 HM PAINT B
2A144 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 207 2 HM PAINT A B 2
2A144A 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 199 2 HM PAINT A B 2
2A145 45 min BB 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 205 2 HM PAINT A B
2A146 45 min A 3' - 6" 7' - 0" 0' - 1 3/4" HM PAINT 208 CR/RTE 1 HM PAINT 3
2S001 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 CR/RTE 1 HM PAINT A B 2, 3, 7
2S002 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 1 HM PAINT A B 2

Bridge Floor Plan
3A146A 90 min BB 7' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 209 CR/RTE 2 HM PAINT A B 3

Elevator Lobby Floor
RS002 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 180 2 HM PAINT A B 2

Door Schedule

Mark Label
Door Hardware

Security
Frame

CommentsType Width Height Thickness Material Finish Set No. Electrical Type Material Finish Jamb Head

Basement Floor Plan
BA002 90 min AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 3 HM PAINT C D
BA002A 90 min E 12' - 0" 8' - 0" 0' - 2" STEEL PAINT 179 -- STEEL PAINT 1, 8
BA002B 90 min AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 3 HM PAINT C D
BA003 90 min AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 3 HM PAINT C D
BA003A 90 min AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 3 HM PAINT C D
BA005 90 min AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 3 HM PAINT C D
BA006 90 min A 3' - 6" 7' - 0" 0' - 1 3/4" HM PAINT 176 CR/RTE 4 HM PAINT C D 3
BA007 -- A 3' - 6" 7' - 0" 0' - 1 3/4" HM PAINT 177 CR/RTE 4 HM PAINT C D 3
BA100 -- AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 178 1 HM PAINT C D 3
BS001 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 CR/RTE 1 HM PAINT A B 2, 3
BS002 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 CR/RTE 1 HM PAINT A B 2, 3

Ground Floor
GA100A D 6' - 0" 7' - 0" AL/GL CLEAR 180 6 ALUM CLEAR 2, 4
GA101 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 181 CR/RTE 1 HM PAINT A B 3
GA102 C 3' - 0" 7' - 0" AL/GL CLEAR 182 CR/RTE 8 ALUM CLEAR 3
GA103 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM TRANS 183 CR/RTE 1 HM PAINT A B 3
GA106 C 3' - 6" 7' - 0" AL/GL CLEAR 184 7 ALUM CLEAR
GA106A -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 185 CR/RTE 1 HM PAINT A B 3
GA107 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 186 1 HM PAINT A B
GA108 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 186 1 HM PAINT A B
GA109 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 186 1 HM PAINT A B
GA110 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 186 1 HM PAINT A B
GA111 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 187 1 HM PAINT A B
GA112 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 188 1 HM PAINT A B
GA113 20 A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 189 1 HM PAINT A B
GA114 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 190 1 HM PAINT A B
GA115 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT A B
GA116 -- AA 6' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 192 2 ALUM CLEAR 5, 6
GA116A -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 193 1 ALUM CLEAR 5, 6
GA116B -- AA 6' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 192 2 ALUM CLEAR 5, 6
GA117 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 1 ALUM CLEAR 5, 6
GA118 -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 195 1 HM PAINT A B
GA118A -- A 3' - 6" 7' - 0" 0' - 1 3/4" WOOD TRANS 179 1 HM PAINT A B
GA120 -- C 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT A B
GA121 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 195 1 ALUM CLEAR
GA122 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA123 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA124 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA125 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA126 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA127 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA128 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA129 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA130 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA131 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 185 CR/RTE 1 HM PAINT 3
GA132 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA133 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA134 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA135 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA136 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA137 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA138 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
GA139 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 196 5 ALUM CLEAR 5, 6
GA140 45 min BB 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 197 CR/RTE 2 HM PAINT A B 3
GA141 -- AA 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 198 2 HM PAINT A B 2
GA142 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 199 CR/RTE 1 HM PAINT A B 2, 3
GA142A 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 199 CR/RTE 1 HM PAINT A B 2, 3
GS001A 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 200 CR/RTE 1 HM PAINT A B 2, 3
GS002 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 1 HM PAINT A B 2
GS002A 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 202 1 HM PAINT A B 2

First Floor
1A102 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM TRANS 183 CR/RTE 1 HM PAINT A B 3
1A105 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A106 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A107 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 203 1 ALUM CLEAR 5, 6
1A107A -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 203 1 ALUM CLEAR 5, 6
1A108 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A109 -- C 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT A B
1A110 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A111 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A112 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A113 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A114 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A116 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
1A117 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
1A118 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
1A119 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A120 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A123 -- C 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT A B
1A124 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A125 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A126 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A127 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A128 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WODD TRANS 194 5 ALUM CLEAR 5, 6
1A129 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A130 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A131 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A132 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A133 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A134 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 175 CR/RTE 1 HM PAINT A B 3
1A135 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A136 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A137 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A138 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A139 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A140 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A141 -- H 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
1A142 -- H 3' - 0" 7' - 0" 0' - 1 3/4" 196 5 ALUM CLEAR 5, 6
1A143 45 min BB 6' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 205 2 HM PAINT A B
1A144 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 199 CR/RTE 1 HM PAINT A B 2, 3
1A144A 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 199 CR/RTE 1 HM PAINT A B 2, 3
1A144B 45 min A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 199 CR/RTE 1 HM PAINT A B 2, 3
1S001 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 CR/RTE 1 HM PAINT A B 2, 3
1S002 90 min B 3' - 0" 7' - 0" 0' - 2" HM PAINT 201 1 HM PAINT A B 2

Second Floor
2A102 -- A 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 183 CR/RTE 1 HM PAINT A B 3
2A105 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A106 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A107 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 203 1 ALUM CLEAR 5, 6
2A107A -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 203 1 ALUM CLEAR 5, 6
2A108 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A109 -- C 3' - 0" 7' - 0" 0' - 1 3/4" HM PAINT 191 1 HM PAINT A B
2A110 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A111 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A112 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A113 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A114 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6
2A116 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
2A117 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
2A118 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 204 5 ALUM CLEAR 5, 6
2A119 -- A 3' - 0" 7' - 0" 0' - 1 3/4" WOOD TRANS 194 5 ALUM CLEAR 5, 6

Exterior Door Schedule

Mark Label
Door Hardware

Security
Frame

NotesType Width Height Thickness Material Finish Set No. Electrical Type Material Finish Jamb Head

2ND FLOOR
2E144 -- A 4' - 0" 7' - 0" 0' - 1 3/4" MTL PTD N 4 HM PTD N M

BASEMENT PLAN
BE001 E 14' - 0" 12' - 0" 0' - 2" MTL PTD CR Y PTD 1

GROUND FLOOR
GE001 A 3' - 0" 7' - 0" 0' - 1 3/4" MTL PTD N 4 HM PTD N M
GE141 AA 6' - 0" 8' - 0" 0' - 1 3/4" MTL PTD CR Y 3 HM PTD N M

Level 1
GE100 C 6' - 0" 7' - 10" 0' - 1 3/4" AL/GL CLEAR CR Y AL CLEAR Q P 4

PENTHOUSE LEVEL
RE100 -- AA 7' - 0" 7' - 0" 0' - 1 3/4" MTL PTD CR Y 4 HM PTD N M

ROOF 2
RE101 -- A 3' - 0" 7' - 0" 0' - 1 3/4" MTL PTD CR Y 4 HM PTD N M

173

169

172
170

171

174

173A
RE100A -- A 3' - 0" 7' - 0" 0' - 1 3/4" MTL PTD CR Y 3 HM PTD N M173B

0A
1               .


